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[bookmark: _GoBack]Reviewable incident reporting as per NER 4.8.15.
The list below summarises all incidents occurring in the past 12 months. All reports are published at: http://www.aemo.com.au/Electricity/National-Electricity-Market-NEM/Market-notices-and-events/Power-System-Operating-Incident-Reports?tagId=%7B43D1A742-C03A-40DC-AC4F-7C94F71D0DCD%7D
	Date of incident
	Incident
	Primary cause
	Generation/load loss
	Status

	22 March 2016
	Trip of Jeeralang No 2 220kV bus
	Surge diverter failure
	Nil
	Report published

	07 April 2016
	Trip of Jeeralang No 1 220kV bus
	CB fail operation due failure of Jeeralang B2 Gen CB to open correctly.
	Nil
	Report published


	10 April 2016
	Trip of Jeeralang No 1 220kV bus
	CB fail operation due failure of Jeeralang B2 Gen CB to open correctly.
	Nil
	

	23 April 2016
	Trip of both SVCs at SESS
	Failure of 415v supplies
	Nil
	Report published 

	28 April 2016
	Trip of A1 500/220kV transformer and No. 1 SVC at ROTS
	Switching error and protection error
	Nil
	Report published 

	23 May 2016
	Power system in Victoria not secure > 30 minutes
	SMTS F2 transformer re-rating
	Nil
	Report published 

	26 May 2016
	Trip of South East – Tailem Bend No1 2765kV line and No1 SVC at South east
	Control system failure
	Nil
	Report published 

	07/06/2016
	Trip of Richmond 2 & 4 220kv busbars
	CT failure
	Nil
	Report published

	08/06/2016
	Trip of Yallourn No 2 220kv bus and Yallourn units 1, 2 & 3.
	Problem with 3 Gen CB – to be confirmed
Refer to similar incident on 06/12/2015
	No load lost.
540 MW generation lost
	Report published 

	15/06/2016
	Power system not secure > 30 minutes in Victoria region
	Post contingent voltage violations for loss of BATS-MLTS1 line. Mt Mercer unable to reduce reactive output.
	Nil
	Report published


	16/06/2016
	Trip of 1 & 3 500kV bus at Loy Yang.
	CB fail protection operation
	No load lost.
990MW generation lost.
	Report published


	31/07/2016
	Trip of both Farrell – Reece 220kV lines
	Lightning
	No load lost. 269 MW generation lost.
	Report published

	28/09/2016
	Black system in South Australia
	Multiple wind farms tripped in response to multiple fault ride through events causing excessive loading and trip of Heywood interconnector.
	1895 MW load lost. 1210 MW generation lost
	Preliminary report published on 5/10/16.
Update to preliminary report published 19/10/16.
Major report published on 12/12/16
Final report by end of March 2017.


	13/11/2016
	Power system in SA not secure > 30 minutes
	Insufficient synchronous units on line between 1200 – 1730hrs.
	NIL
	Report being prepared


	28/11/2016
	Power system in NSW not secure > 30 mins
	Post contingent high voltage at Darlington Point during outage of 051 line
	NIL
	Report being prepared


	29/11/2016
	Power system in VIC not secure > 30 minutes
	Related to multiple planned outages and potential DSA issues
	NIL
	Report being prepared


	30/11/2016
	Power system in VIC & SA not secure > 30 minutes
	Operation of Mortlake generation during  outage of MLTS-TRTS line
	NIL
	Report being prepared


	01/12/2016
	UFLS operation in SA
	Fault on MLTS-TRTS line
	230MW load lost in SA. 8MW gen lost in VIC
	Preliminary report published
Final report published 

	01/12 2016
	Power system in VIC & SA not secure > 30 minutes – refer to similar event on 30/11/16
	Operation of Mortlake generation during  outage of MLTS-TRTS line
	NIL
	Report being prepared


	20/12/2016
	UFLS operation in TAS
	Trip of both SH-GT lines and subsequent loss of Mersey Forth generation due NCSPS operation
	170 MW load lost. 217 MW generation lost.
	Preliminary report published
Final report being prepared


	20/12/2016
	Trip of both Eildon-Mt Beauty 220kV lines
	Lightning
	Nil
	Report being prepared


	08/02/2-17
	Load shedding in South Australia
	LOR3
	300MW load shed
	Report published

	10/02/2017
	Load shedding in NSW (Tomago potline)
	LOR3
	290Mw load shed
	Report published

	11/02/2017
	Wagga 330kV ‘A’ bus, Wagga 2 Transf, 63 line, 051 line, 64 line, 66 line tripped
	Protection issues
	NIL
	Report being prepared


	13/02/2017
	Multiple line trip at Mt England
	VT failure
	480MW pump load lost
	Report being prepared


	13/02/2017
	Multiple line trip at Mt England
	Broken earth wire
	NIL
	Report being prepared


	19/02/17
	Eildon bus trip
	EPS No1 generator transformer protection operated.
	Nil
	Report being prepared


	03/03/2017
	Trip of TIPS 275kV west bus and multiple generating units in SA
	CVT failure at TIPS 275kV switchyard.
	610MW of gen lost. No load was shed
	Report published.

	12/3/2017
	Trip of Basslink and operation of UFLS in Tasmania
	TBC
	144MW load loss due UFLS, 186 MW load loss due FCSPS.
	Report being prepared


	19/03/2017
	Power system not secure in Vic/SA > 30 minutes
	Insufficient contingency lower FCAS in SA during planned outage of MLTS-MOPS 500kV line
	Nil
	Report being prepared
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