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Disclaimer  
This suite of documents comprises TransGrid’s application of the Regulatory Investment Test for Transmission 

(RIT-T) which has been prepared and made available solely for information purposes. It is made available on 

the understanding that TransGrid and/or its employees, agents and consultants are not engaged in rendering 

professional advice. Nothing in these documents is a recommendation in respect of any possible investment.  

The information in these documents reflect the forecasts, proposals and opinions adopted by TransGrid at the 

time of publication, other than where otherwise specifically stated. Those forecasts, proposals and opinions 

may change at any time without warning. Anyone considering information provided in these documents, at any 

date, should independently seek the latest forecasts, proposals and opinions.  

These documents include information obtained from the Australian Energy Market Operator (AEMO) and other 

sources. That information has been adopted in good faith, without further enquiry or verification. The information 

in these documents should be read in the context of the Electricity Statement of Opportunities, the Integrated 

System Plan published by AEMO and other relevant regulatory consultation documents. It does not purport to 

contain all of the information that AEMO, a prospective investor, Registered Participant or potential participant 

in the National Electricity Market (NEM), or any other person may require for making decisions. In preparing 

these documents it is not possible, nor is it intended, for TransGrid to have regard to the investment objectives, 

financial situation and particular needs of each person or organisation which reads or uses this document. In 

all cases, anyone proposing to rely on or use the information in this document should:  

1. Independently verify and check the currency, accuracy, completeness, reliability and suitability of that 

information  

2. Independently verify and check the currency, accuracy, completeness, reliability and suitability of reports 

relied on by TransGrid in preparing these documents  

3. Obtain independent and specific advice from appropriate experts or other sources.  

Accordingly, TransGrid makes no representations or warranty as to the currency, accuracy, reliability, 

completeness or suitability for particular purposes of the information in this suite of documents.  

Persons reading or utilising this suite of RIT-T related documents acknowledge and accept that TransGrid 

and/or its employees, agents and consultants have no liability for any direct, indirect, special, incidental or 

consequential damage (including liability to any person by reason of negligence or negligent misstatement) for 

any damage resulting from, arising out of or in connection with, reliance upon statements, opinions, information 

or matter (expressed or implied) arising out of, contained in or derived from, or for any omissions from the 

information in this document, except insofar as liability under any New South Wales and Commonwealth statute 

cannot be excluded. 

Privacy notice 

TransGrid is bound by the Privacy Act 1988 (Cth). In making submissions in response to this consultation 

process, TransGrid will collect and hold your personal information such as your name, email address, employer 

and phone number for the purpose of receiving and following up on your submissions. 

Under the National Electricity Law, there are circumstances where TransGrid may be compelled to provide 

information to the Australian Energy Regulator (AER). TransGrid will advise you should this occur.  

TransGrid’s Privacy Policy sets out the approach to managing your personal information. In particular, it 

explains how you may seek to access or correct the personal information held about you, how to make a 

complaint about a breach of our obligations under the Privacy Act, and how TransGrid will deal with complaints. 

You can access the Privacy Policy here (https://www.transgrid.com.au/Pages/Privacy.aspx). 

 

https://www.transgrid.com.au/Pages/Privacy.aspx
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Summary  
TransGrid is applying the Regulatory Investment Test for Transmission (RIT-T) to options for meeting forecast 

demand growth in the Greater Macarthur area in Sydney’s south-west going forward. Publication of this Project 

Assessment Conclusions Report (PACR) represents the final step in the RIT-T process.  

The Endeavour Energy 66 kV network in the Greater Macarthur area is currently supplied by: 

> one 250 MVA 330/66 kV transformer at TransGrid’s Macarthur substation  

> two 120 MVA 132/66 kV transformers at Endeavour Energy’s Nepean substation.  

A single 375 MVA 330/132 kV transformer at TransGrid’s Macarthur substation also provides 132 kV supply to 

Endeavour Energy’s Nepean substation via the tail-ended high capacity 9L1 Macarthur to Nepean 132 kV 

circuit.  

In addition, the normally open 9L4/93X and 9L5/93Y 132 kV circuits provide a limited level of backup to Nepean 

at 132 kV from Sydney West and Liverpool. The level of backup available from these feeders is progressively 

being reduced as load growth in the South West Priority Growth Area materialises. 

Identified need: meeting demand growth in the Greater Macarthur area 

Endeavour Energy has experienced unprecedented growth in new customer connections in the last five years 

driven by the growth in the greenfield housing market. Continued growth in demand within the Greater 

Macarthur area is forecast to result in network constraints that, if unaddressed, will result in significant 

involuntary load shedding to end consumers.  

A summary of these constraints, and their network implications, are as follows:  

> A forced outage of the Macarthur 330/66 kV transformer at times of peak demand would cause: 

– Endeavour Energy’s Nepean 132/66 kV transformers to exceed their contingency rating of 127 MVA 

– Endeavour Energy’s 132 kV 9L1 line to Nepean to exceed its thermal contingency rating of 358 MVA  

– TransGrid’s Macarthur 330/132 kV transformer to exceed its contingency rating of 412.5 MVA 

> A forced outage of the Macarthur 330/132 kV transformer at times of peak demand would cause 

TransGrid’s Macarthur 330/66 kV transformer to exceed its short-time step rating. 

For the constraints relating to a forced outage of the Macarthur 330/132 kV transformer, transfer of 

Campbelltown load to Ingleburn would provide some relief to this constraint in the next few years.  

These constraints are forecast to result in significant Expected Unserved Energy (EUE) if nothing is done. 

Avoiding this EUE is the key driver for this RIT-T.  

While there are several embedded generators in the area, these sources are not considered to be an effective 

means of reducing the EUE in light of both response capability and forecast load growth. Generation 

predominantly occurs using gas that is created from coal mining activity, with very limited gas storage capability 

that would enable the generators to adequately respond to periods of high demand and/or loss of infrastructure. 

No submissions received in response to Project Specification Consultation Report 

TransGrid published a Project Specification Consultation Report (PSCR) on 3 June 2020 and invited written 

submissions on the material presented within the document. No submissions were received in response to the 

PSCR. 
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No material developments since publication of the PSCR  

No additional credible options were identified during the consultation period following publication of the PSCR. 

The following changes have occurred since the PSCR which have not made an impact on the preferred option: 

> updated the discount rates used 

> inflation escalation update 

> updated operating costs 

Option 1 remains the preferred option at this stage of the RIT-T process. 

Installation of a second 330/66 kV transformer at Macarthur substation remains the most 

efficient way to meet forecast demand growth 

In the PSCR TransGrid put forward for consideration two feasible network options from a technological and 

project delivery perspective: 

> Option 1 – installation of a second 330/66 kV transformer at Macarthur substation; and  

> Option 2 – permanent transfer of the Campbelltown load to the Ingleburn BSP. 

Option 1 is the preferred option in accordance with NER clause 5.16.1(b) because it is the credible option that 

maximises the net present value of the net economic benefit to all those who produce, consume and transport 

electricity in the market.  

TransGrid expects coronavirus (COVID-19) to impact its suppliers and disrupt their supply chains. TransGrid 

has preliminary advice that this is already occurring, although at this time the extent of the current or future 

impact is unknown. Consequently, some of the costs associated with the works outlined in this document may 

be affected. 

All costs presented in this PACR are in 2020/21 dollars. The options are summarised in the table below. 

Table 1 Options considered  

Option Description Capital cost 

($m 2020/21) 

Operating cost  

($ per year) 

Remarks 

1 Installation of a 

second 330/66 kV 

transformer at 

Macarthur substation 

9 10,000 Preferred option and provides 

the highest net economic benefit 

2 Permanent transfer of 

the Campbelltown load 

to the Ingleburn BSP  

~35  15,000 Technically and commercially 

feasible but provides less net 

economic benefits.  

No credible non-network options were identified during the PSCR consultation period 

In the PSCR TransGrid noted the objective of any non-network solution for this RIT-T should be to obtain a 

sufficient net peak demand reduction in the target area supplied by the Macarthur BSP and Nepean substation 

to manage the load at risk in order to defer or avoid the network option of installing a second 250 MVA 330/66 

kV transformer at Macarthur BSP (preferred option). This PSCR provided detail on the technical characteristics 

that any non-network solutions would need to provide to help meet the identified need.  
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Proponents of non-network options were encouraged to make submissions on any non-network option they 

believe can address, or contribute to, the identified need. No submissions were received regarding non-network 

options throughout the consultation period. 

The proposed investment delivers positive net benefits 

The table below summarises the net economic benefit in NPV terms for the options considered across the three 

scenarios, as well as on a weighted basis. The net economic benefit is the gross less the costs, all expressed 

in present value terms.  

The table below demonstrates that the options considered provides an expected net economic benefit under 

the central and high benefits scenario, as well as on a weighted basis.  

On a weighted basis, Option 1 is estimated to deliver approximately $120.3 million in net benefits and is 

considered the preferred option.  

Table 2 Estimated net economic benefit for each option, present value ($m 2020/21) 

Option Central 
scenario 

Low 
benefit 

scenario 

High 
benefit 

scenario 

Weighted Ranking 

Option 1 – Installation of a second 330/66 

kV transformer at Macarthur substation 

78.3 0.7 323.8 120.3 1 

Option 2 - Permanent transfer 

Campbelltown load to the Ingleburn BSP 

57.5 -27.6 311.2 99.7 2 

Sensitivity testing finds that, while the results are most sensitive to the assumed discount rate and adjustments 

to expected unserved energy estimates, Option 1 is still found to deliver strongly positive net benefits over a 

range of alternate assumptions regarding key parameters. Option 1 delivers the most benefit under all scenarios 

and sensitivities. 

Conclusion: installation of a second 330/66 kV transformer at Macarthur substation is 

optimal 

The optimal commercially and technically feasible option presented in the PSCR – Option 1 (installation of a 

second 330/66 kV transformer at the Macarthur substation) – remains the preferred option to meet the identified 

need.  

The estimated capital cost of this option is approximately $9 million.  

The works will be undertaken between 2020/21 and 2021/22. Planning (including commencement of the RIT-T) 

commenced in 2019/20 and is due to conclude in 2020/21. The detailed design will commence in 2020/21 with 

procurement and delivery of the identified assets planned to occur in 2021/22. All works will be completed by 

2021/22.    

Necessary outages of relevant assets in service will be planned appropriately in order to complete the works 

with minimal impact on the network.  

Option 1 is the preferred option in accordance with NER clause 5.16.1(b) because it is the credible option that 

maximises the net present value of the net economic benefit to all those who produce, consume and transport 

electricity in the market. 
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Next steps  

This PACR represents the third and final step of the consultation process in relation to the application of the 

Regulatory Investment Test for Transmission (RIT-T) process undertaken by TransGrid. It follows a Project 

Specification Consultation Report (PSCR) released in June 2020. No submissions were received in response 

to the PSCR. 

The second step, production of a Project Assessment Draft Report (PADR), was not required for this RIT-T as 

TransGrid considers its investment in relation to the preferred option to be exempt from that part of the RIT-T 

process under NER clause 5.16.4(z1). Production of a PADR is not required1 due to: 

> the estimated capital cost of the proposed preferred option being less than $43 million;  

> the PSCR stating:  

– the proposed preferred option (including reasons for the proposed preferred option) 

– the RIT-T is exempt from producing a PADR 

– the proposed preferred option and any other credible option will not have material market  

benefits2 except for voluntary load curtailment and involuntary load shedding 

> the RIT-T proponent considers that there were no PSCR submissions identifying additional credible options 

that could deliver a material market benefit; and 

> the PACR addressing any issues raised in relation to the proposed preferred option during the PSCR 

consultation. 

Figure 1 This PACR is the third stage of the RIT-T process 

 

Parties wishing to raise a dispute notice with the AER may do so prior to 12 October 2020 (30 days after 

publication of this PACR). Any dispute notices raised during this period3 will be addressed by the AER within 

40 to 120 days, after which the formal RIT-T process will conclude.  

                                                   

 
1     In accordance with NER clause 5.16.4(z1)(4), the exemption from producing a PADR will no longer apply if TransGrid considers that an additional credible 

option that could deliver a material market benefit is identified during the consultation period. No additional credible options were identified. 
2     As per clause 5.16.1(c)(6) 
3     Additional days have been included to cover public holidays. 



 

      

 
 

7 | Meeting demand growth in the Greater Macarthur area RIT-T – Project Assessment Conclusions Report  

Further details on the RIT-T can be obtained from TransGrid’s Regulation team via 

RIT-TConsultations@transgrid.com.au. In the subject field, please reference ‘Greater Macarthur Area PACR’. 

To read the full Project Assessment Conclusions Report visit the Regulatory Investments Test page on 

TransGrid’s website.  
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